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Sr. No. Purchase Item  Rate Rupees... 
1 300 LPH Cooler / 300 Ltr. Storage Capacity R. O. Plant   

(As per belove Specification, Quate your Rate For R.O. with Cooler 
300 LPH  300 Storage Capacity with all  Taxes & Charges, and 
FOR at Navsari Agriculture University, Navsari) 

 

 

TECHNICAL SPECIFICATION 
 

Sr. No. Discription Specification 

(1) 300 LPH COOLER SPECIFICATION 

1 SS Body Compact  in belt Cooler  
Size : 6' Length x 3' Width  
x 5.5' Height 

2 Compressor Kirloskar/Techumseh Branded 
3 Storage Tank  SS 304 
4 Chilled Water  Storage Tank  300 Ltr.  
5 Feeling Point  4 Chilled Water  
6 Cooling Capacity  1st full tank & after 300 Ltr. Hour  
7 Compressor Capacity  2 ton with Heat exchanger system  
8 Chilled Water tomp  10 to 15 Celsius 

(2) RO PLANT OPERATING CONDITION 

2.1 Feed Flow Rate 600 LPH  
2.2 Product Flow Rate 300 LPH   
2.3 Reject Flow Rate 300 LPH  
2.4 Recovery 50 %  

(3) TECHNICAL SPECIFICATION 300 LPH With SS COOLER 

3.1 Row Water Pump-1 Make - Kirlosakar/CRI/Equiv. 
Pressure 3-4 Kg/Cm-2, 1 Hp Power 

 

3.2 Pressure Dual Media Filter (Sand & Carban Mix)  
Type of Operation Auto Multi Port Valve 

 

3.3 Anti Scalant Dosing System  
Pump Iset  Make - Nuton/Equiv. 

 

3.4 Cartridge Filter Housing  
Flow Rate 2M3/Hr.  No of Cartridge 2 nos.   
Make : Ametek USA/ Equiv. 

 

3.5 Micron Cartridge Filtar Flow: 2m3/Hr.  
Size 20 X 2    Rating 20 & 5 micron  
Make : Shell,Equiv. 

 

3.6 High Pressure Pump 
Type Multi Stage Centrfugal Pump  
Make: CRI/Lubi 

 

3.7 Ro Pressure Tube Moc. - SS.316 1 No.   
3.8 Membrance Type TFC. Polyamide 

Size : 4040  Make: Dow,  USA 
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૪ ટ�6લફોન નબંર :  

 મોબાઈલ :  

 ઓ;ફસ :  

 ઘર :  

૫ ફ�>સ નબંર (જો હોય તો) :  

૬ ઈ-મેઈલ સરના%ુ ં(જો હોય તો) :  

૭ ટ��ડર ફ�ના નાણા ં રોકડા Cકુ0યા હોય 

તેનો રસીદ નબંર  

  

૮ કંપની રE�F�શન નબંર/ નગરપા6લકા 

#ુ ંસ;ટJ;ફક�ટ  
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#__ LPH VFZPVMP %,Fg8 JLY JM8Z S],Z BZLNLGF 8[g0ZGL XZTM VG[ AM,LVM 
 

!P EZ[,] 8[g0Z OMD" V+[GL SR[ZLV[ TFPZ_q_*qZ_!& ;]WLDF\ 5M:8 £FZF VG[ SJZ p5Z ccVFZPVMP JLY 
JM8Z S],ZGF\ EFJcc G]\ ,BF6 SZL DMS,JFG]\ ZC[X[P ~A~DF\  SM.56 EZ[, 8[g0Z OMD" V+[ 
:JLSFZJFDF\ VFJX[ GlC\P 

ZP 8[g0Z EZGFZ[ VG[":8 DGL 0L5MhL8 (EMD) ~FP)___qv 0LP0LPqA[\S;" R[S £FZF ccPROFESSOR 
(P) T&V SCHEME, NAVSARI " GF GFDGM VF5JFGM ZC[X[P EMD  p5Z SM. jIFH 
R}SJJFDF\ VFJX[ GlCP EMD 5}Z[5]ZL S[ V\XTo GLR[DFYL SM. V[S S[ JWFZ[ SFZ6M;Z OMZOL8 sH%Tf 
SZJFDF\ VFJX[P 
sVf 8[g0Z EZGFZ 5MTFG]\ 8[g0Z 5ZT B[\RX[ TMP 
sAf H[G]\ 8[g0Z 5F; YFI T[ 5F8L" HM VFZPVMP JLY JM8Z S],Z DMS,JFG]\ :JLSFZ[ GlC TMP 
sSf HM ;\TMQFSFZS SFDULZL ;DI DIF"NF GF SZ[ TMP 

#P H[ 5F8L"G]\ 8[g0Z D\H}Z YI[, CMI T[DGL  EMD  GL ZSD D8LZLI, D?IF AFNGL TFZLBYL V[S JQF" 
AFN 5F8L"G[ 5ZT SZJFDF\ VFJX[P 

$P H[ 5F8L"G]\ 8[g0Z D\H}Z YI[, GF CMI T[DGL  EMD  GL ZSD #_ lNJ;DF\ H[ T[ 5F8L"G[ 5ZT SZJFDF\ 
VFJX[P 

5P H[ pt5FNS S\5GLGF VFZPVMP JLY JM8Z S],Z 5]ZF 5F0JFGF CMI T[ S\5GLGF VlWS'T lJS|[TF CMJFGF 
5|DF65+GL :S[G SM5L 8[g0Z OMD" ;FY[ VF5JFGL ZC[X[P 

&P HM pt5FNS S\5GL CMI TM lGIFDSzL .g0:8=LI, ;[O8L V[g0  C[<Y4 U]HZFT ZFHIG]\  5|DF65+GL 
GS, 8[g0Z OMD ;FY[ ;FD[, SZJLP 

*P 8[g0Z OMD" ;FY[ prR U]6JœF WZFJTF VF5GF pt5FNGGF\ ljFlJW 5|SFZGF\ 5|DF65+M H[JF S[ ISO-
9001:2008 by Nimbus Certification  Pvt.Ltd., ISO 14001:2004 for 
Envrironmental System & OHSAS, 18001: 2007 Occupational Health & 
Safety Management System,  CE MARKING Certificate GL h[ZM1F GS,M HM0JFGL 
ZC[X[P 

(P VFZPVMPJLY JM8Z S],Z pt5FNG 1F[+GM VMKFDF\ VMKM 5 JQF"GM VG]EJ WZFJTF CMI T[ V\U[G]\ 
5|DF65+ ZH] SZJFG]\ ZC[X[P 

)P EFJM lGIT 8[g0Z OMD"DF\ H EZJFGF ZC[X[ VgIYF EZ[, EFJM wIFGDF\ ,[JFDF\ VFJX[ GCLP 
!_P EFJM V+[GL SR[ZLV[ D8LZLI, 5]ZF 5F0JF ;]WLGF TDFD 8[S; q RFHL"; ;lCTGF VF5JFGF ZC[X[P 
!!P ;ZSFZzL S[ VgI ;\:YFVM TZOYL SF/L IFNLDF\ D]S[, 5F8L" 8[g0Z EZL XSX[ GCL VG[ HM 8[g0Z EZX[ 

VG[ D\H}Z YIF AFN HF6 YX[ TM T[ 5F8L" 5F;[YL BZLNL SZJFDF\ VFJX[ GCLP 
!ZP VFJ[, 8[g0Z 5{SL V[S IF TDFD 8[g0Z SFZ6 NXF"jIF l;JFI l:JSFZJFGL S[ GCL l:JSFZJFGL ;œF 

I]lGJl;"8LG[ VAFlWT ZC[X[P 
!#P 8[g0Z OMD"GF EFJM D\H}Z YI[ VM0"Z VF%IF AFN !5 lNJ;DF\ VM0"Z D]HAG]\ VFZPVMP JLY JM8Z S],Z 

V+[GL SR[ZL BFT[ .g:8M, SZLG[ RF,] SZL VF5JFG\] ZC[X[P 
!$P ;ZSFZL4 VW" ;ZSFZL VG[ ;CSFZL ;\:YFDF\ VMKFDF\ VMKF ~FP #P__ ,FBGM VM0"Z D/[, CMI T[GL 

h[ZM1F GS, TYF VF5[, VFZPVMP %,FG ;\TMQFSFZS ZLT[ RF,L ZC[, K[4 T[ V\U[G\] 5|DF65+ H[ T[ 
;\:YFG\]  HM0JFG\] ZC[X[P 

!5P p5ZMST TDFD 8[g0Z OMD"GL XZTM VG[ AM,LVM VDMG[ DFgI K[P 
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